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NOTES:

Double Check Assembly

PIPE STAND SUPPORT
ON CONCRETE BLOCK
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WATER VAULT

|

6" GRAVEL MIN. (#57)

NOT TO SCALE

1. FIRE HYDRANT TO BE WITHIN 50 FEET OF THE FIRE DEPARTMENT CONNECTION (FDC) AND ARRANGED IN SUCH A MANNER
THAT NEITHER THE HOSE FROM THE FIRE HYDRANT TO THE FIRE TRUCK NOR THE HOSE FROM THE FIRE TRUCK TO THE FDC

CROSS A MOTORIZED VEHICLE TRAVEL LANE.

ALL EXPOSED STANDPIPES TO BE PAINTED SILVER.

DORLN

ALL WATER LINES AND APPURTENANCES TO BE CLEARLY IDENTIFIED AND LABELED.
ALL WATER LINES TO BE EVEN NUMBERED SIZED (LE. 2°, 4", 6"............ )
VAULT LID TO EXTEND THE ENTIRE LENGTH OF VAULT SO AS TO ALLOW REMOVAL OF ENTIRE VAULT ASSEMBLY AT ON TIME.

ALL MATERIALS TO BE APPROVED BY PUBLIC WORKS.
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